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07 90 00 – Joint Protection 
 
1. General 

A. Caulking should be reserved for sealing joints in vertical surfaces between relatively 

stable components of the building. It should not be used where significant water will 

stand or regularly run across the joint. The roofing system shall not depend on caulking 

as the means to keep water from penetrating the system. 

 


