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11 13 00 – Loading Dock Equipment 
 
1. General 

A. Dock bumpers shall be provided at loading areas. The bumpers shall be a minimum 12 

inch x 12 inch x 4 inches thick and attached with at least four bolts. See Appendix 

A111313 for additional information. 

B. Loading dock edges shall be provided with steel angle edging with steel anchors 

concealed in concrete. The use of motorized dock levelers is not recommended. The 

Consultant shall accomplish proper driveway back-up clearance for vehicles on flat 

grade to the dock area at the height of the vehicles most commonly serving the building. 


